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N.J.A.C. 5:70-2.21(a)1. 
“The solar emblem shall be a Maltese cross shape, constructed of durable material, with a white reflective 

background with red letters.  Numerals and letters shall be Roman or Latin as required.”  
The sign shall be 12 inches by 12 inches. 

 

 
 

 

 

 

 

ROOF MOUNTED 
PHOTOVOLTAIC 

ELECTRICAL POWER 

 

 

 

 

ADJACENT MOUNTED 
PHOTOVOLTAIC 

ELECTRICAL POWER 

 

 

 

 

ROOF AND ADJACENT 
MOUNTED 

PHOTOVOLTAIC 
ELECTRICAL POWER 

 

N.J.A.C. 5:70-2.21(a)2. 
“The emblem shall be permanently affixed to the left of the main entrance door at a height between 
4 and 6 feet above the ground and shall be installed and maintained by the owner of the building.”  
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